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1500 SINGLE DIFFUSER STRIPLIGHT

1500 TWIN LG3 65° FITTING STRIPLIGHT

1500 TWIN MOISTURE RES STRIPLIGHT + EMERGENCY

28W EXT ROUND BULKHEAD LIGHT + EMERGENCY

NON-MAINTAINED EMERGENCY LIGHT

LIGHT SWITCH

SINGLE SWITCHED SOCKET OUTLET

DOUBLE SWITCHED SOCKET OUTLET

FUSED SPUR

SWITCHED FUSED SPUR

FROST STAT

DISTRIBUTION BOARD

RAINWATER DOWNPIPE

DOOR CLOSER / HOLDER / STOP / VISION PANEL

2kW CONVECTOR HEATER

FIRE ALARM CONTROL PANEL

FIRE ALARM PUSH POINT

SMOKE DETECTOR

SMOKE DETECTOR + SOUNDER

WALL MOUNTED SOUNDER + BEACON

PARTITION KEY

/1 TYPE'A'35dB 114mm
(2x12.5mm Vinyl P'board + 89mm Stud)

Rk TYPE 'D' 45dB 1Hr 139mm

(4x12.5mm Vinyl P'Board + 89mm Stud + Insul)

ESCAPE SIGNAGE KEY

PROGRESS FORWARD

o 7 &

FROM HERE

"IN THE EVENT OF A FIRE" NOTICE TO BE
POSITIONED NEXT TO ALL FIRE ALARM
BREAK GLASS UNITS (SEE BELOW)

FOR ALL FIRE ALARMS, SOUNDERS, BREAK GLASS
UNITS ETC REFER TO ENGINEERS FIRE ALARM
DRAWINGS.

FIRE ESCAPE SIGNAGE TO CONFORM TO BS 5499
PART 1. MAXIMUM VIEWING DISTANCE BETWEEN
SIGNS TO BE 25m. SIGNS POSITIONED ON THE

WALLS TO BE LOCATED BETWEEN 1.7 & 2.0m ABOVE

FINISHED FLOOR LEVEL. SIGNS SUSPENDED FROM

CEILINGS AND SIGNS ABOVE 2.5m HIGH ARE NOT BE

OBSCURED AND INCONSPICUQUS. IF THIS IS THE
CASE THERE ARE TO BE ADDITIONAL SIGNS
PROVIDED TO ENSURE FULL AWARENESS OF
ESCAPE ROUTES.

STATUTORY FIRE NOTICE (210x300mm)

FIRE ACTION

If you discover a fire

Press the panel of a break glass call point

Tackle the fire if possible using the extinguishers provided
Do not take risks

If you hear the fire bell

Evacuate the building by the nearest available exit
Proceed to the nearest fire assembly point away from
the building

Do not stop to collect personal belongings
Do not re-enter the building until instructed
Do not take any risks

REFERENCE FOR EXTERNAL
VIEWS OF THE BUILDING

M&E updated as per amendment AB
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General Notes:

e This drawing and any information or descriptive matter set hereon is
the confidential property of Elliott, and must not be disclosed,
loaned, copied or used for manufacturing, tendering or any other
purpose without the prior consent in writing of Elliott.

e Do not scale from this drawing, work to figured dimensions only.

o All dimensions are in millimetres
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